










1805
Town Name Sample 

Date
Sample 
Point

Lab 
No.

Chlorine
Residual

(mg/L)

Total 
Coliform

E. coli Fluoride
(mg/L)

Turbidity
(NTU) Toxicity Temp.

(°C)

Dissolved
Oxygen
(mg/L)

pH Specific
Conductance

(µS/cm)

Phenolphthalien

Alkalinity
(mg/L)

Total
Alkalinity

(mg/L)

Ortho ‐
Phosphate

(mg/L)

Hardness
(mg/L)

Color Odor Sulfide
(µg/L)

Hydrogen
Sulfide
(µg/L)

TTHM
(µg/L)

Allen Park 01/11/2017 3 1 0.26 ND ND
Allen Park 01/11/2017 4 2 1.32 ND ND
Allen Park 01/11/2017 8 3 1.15 ND ND
Allen Park 01/11/2017 7 4 1.01 ND ND

Allen Park 01/11/2017
Allen Park H. School
19000 Champaign

201 0.54 ND ND 0.43 0.56

Allen Park 01/11/2017
Lindemana School
9201 Carter

202 1.06 ND ND 0.44 0.41

Allen Park 01/12/2017 7 1 0.88 ND ND ND
Allen Park 01/12/2017 4 2 0.87 ND ND
Allen Park 01/12/2017 8 3 0.68 ND ND
Allen Park 01/12/2017 3 4 0.13 ND ND
Allen Park 01/12/2017 2 5 0.11 ND ND
Taylor 01/12/2017 32 28 0.70 ND ND 0.43 0.37 0 76 124 0 sulfur or rubber
Taylor 01/12/2017 20 29 0.69 ND ND
Taylor 01/12/2017 10 30 0.75 ND ND
Taylor 01/12/2017 21 31 0 63 ND ND

Certified Laboratory No.:  

WATER OPERATING SERVICES
WATER QUALITY
10100 E JEFFERSON AVENUE
DETROIT, MICHIGAN 48214

Taylor 01/12/2017 21 31 0.63 ND ND
Taylor 01/12/2017 1 32 0.93 ND ND
Lincoln Park 01/12/2017 1 33 0.86 ND ND
Lincoln Park 01/12/2017 4 34 0.82 ND ND 0.41 0.36 0 70 130 0 sulfur
Lincoln Park 01/12/2017 12 35 0.77 ND ND
Lincoln Park 01/12/2017 2 36 0.41 ND ND
Garden City 01/12/2017 6 37 0.50 ND ND 0.42 0.47 ND
Garden City 01/12/2017 8 38 0.86 ND ND
Woodhaven 01/12/2017 1 47 0.50 ND ND 0.46 0.44 0 84 130 0 sulfur
Woodhaven 01/12/2017 3 48 0.82 ND ND
Southgate 01/12/2017 8 49 0.80 ND ND
Southgate 01/12/2017 5 50 0.94 ND ND 0.45 0.36 0 70 120 0 sulfur
Southgate 01/12/2017 4 51 0.93 ND ND
Southgate 01/12/2017 10 52 0.71 ND ND
Detroit 01/12/2017 30 53 0.81 ND ND 0.51 0.56 0 70 110 0 chlorine
Detroit 01/12/2017 36 54 1.16 ND ND
Melvindale 01/12/2017 3 55 0.90 ND ND 0.42 0.37 0 74 116 0 mild eggy
Melvindale 01/12/2017 1 56 0.64 ND ND
Melvindale 01/12/2017 2 57 0.87 ND ND

Allen Park 01/12/2017
Allen Park H. School
19000 Champaign

201 0.62 ND ND 0.43 0.66 0 60 120 0 musty

Allen Park 01/12/2017
Lindemana School
9201 Carter

202 0.82 ND ND 0.40 0.49 0 70 120 0 musty

Ash Twp. 01/13/2017 2 1 0.86 ND ND 0.48 0.23 ND sulfur & chlorine
Berlin Twp. 01/13/2017 2 2 0.57 ND ND 0.44 0.28 ND sulfur & chlorine
Brownstown Twp. 01/13/2017 1 3 0.89 ND ND ND
Brownstown Twp. 01/13/2017 12 4 0.76 ND ND 0.46 0.31 sulfur & chlorine
Ecorse 01/13/2017 9 5 0.65 ND ND 0.42 0.18 ND sulfur & chlorine
Flat Rock 01/13/2017 1 6 0.33 ND ND 0.43 0.83 ND sulfur & chlorine
Gibraltar 01/13/2017 1 7 0.40 ND ND 0.45 0.65 ND sulfur & chlorine
Melvindale 01/13/2017 2 8 0.90 ND ND 0.43 0.42 ND sulfur & chlorine
River Rouge 01/13/2017 5 9 0.94 ND ND 0.41 0.32 ND sulfur & chlorine
Rockwood 01/13/2017 2 10 1.16 ND ND 0.43 0.24 ND sulfur & chlorine
South Rockwood 01/13/2017 4 11 0.62 ND ND 0.44 0.21 ND sulfur & chlorine

ND = NOT DETECTED
mg/L = milligrams per liter
ug/L = micrograms per liter
NTU = Nephelometric Turbidity Unit
uS/cm = microSiemens per centimeter
°C = degrees celsius
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Dearborn Hgts. 01/13/2017 5 12 0.57 ND ND ND

Lincoln Park 01/13/2017
Electric PS
1140 Montie

13 1.01 ND ND 0.42 0.32 0 70 110 0 sulfur & Chlorine

Belleville 01/13/2017 5 14 0.43 ND ND 0.43 0.61 ND sulfur & chlorine
Canton Twp. 01/13/2017 7 15 0.17 ND ND ND
Canton Twp. 01/13/2017 8 16 1.09 ND ND
Canton Twp. 01/13/2017 10 17 0.82 ND ND
Canton Twp. 01/13/2017 11 18 0.85 ND ND
Canton Twp. 01/13/2017 13 19 1.04 ND ND 0.44 0.62 sulfur & chlorine
Huron Twp. 01/13/2017 5 20 1.17 ND ND 0.42 0.33 ND sulfur & chlorine

Romulus 01/13/2017
Wick Rd. PS
32280 Wick Rd.

21 1.27 ND ND 0.41 8.17 0 80 128 0
slight sulfur & 
Chlorine

Romulus 01/13/2017 9 22 0.59 ND ND ND

Sumpter Twp. 01/13/2017 4 23 0.71 ND ND 0.43 0.25 ND
slight sulfur & 
chlorine

Van Buren Twp. 01/13/2017 1 24 0.72 ND ND 0.44 0.24 ND sulfur & chlorine
Van Buren Twp 01/13/2017 5 25 1 10 ND NDVan Buren Twp. 01/13/2017 5 25 1.10 ND ND
Dearborn 01/13/2017 15 27 0.87 ND ND ND
Lincoln Park 01/13/2017 2 28 0.16 ND ND ND
Lincoln Park 01/13/2017 13 29 0.96 ND ND 0.42 0.81 sulfur & chlorine
Southgate 01/13/2017 4 30 0.85 ND ND ND
Dearborn 01/13/2017 21 31 0.41 ND ND ND
Dearborn 01/13/2017 20 32 0.84 ND ND 0.43 0.42 sulfur & chlorine
Dearborn 01/13/2017 1 33 0.90 ND ND
Dearborn 01/13/2017 11 34 0.54 ND ND
Grosse Ile 01/13/2017 4 35 0.58 ND ND 0.43 0.57 ND sulfur & chlorine
Riverview 01/13/2017 5 36 0.50 ND ND 0.43 0.42 ND sulfur & chlorine

Dearborn Hgts. 01/13/2017
Ford Rd. PS
26015 Ford Rd.

37 0.88 ND ND 0.41 0.36 0 72 104 0 Slight sulfur

Wayne 01/13/2017
Michigan Ave. PS
3445 Barry

38 1.01 ND ND 0.41 0.61 0 74 110 0 Slight sulfur

Southgate 01/13/2017 5 39 0.70 ND ND 0.46 0.28 ND sulfur & chlorine
Trenton 01/13/2017 5 40 0.83 ND ND 0.43 0.63 ND sulfur & chlorine
Woodhaven 01/13/2017 3 41 0.92 ND ND 0.48 0.58 ND sulfur & chlorine
Augusta Twp. 01/13/2017 1 42 0.79 ND ND 0.40 0.55 ND sulfur & chlorine
Pittsfield Twp. 01/13/2017 2 43 0.39 ND ND ND
Pittsfield Twp. 01/13/2017 4 44 0.66 ND ND 0.41 0.33 sulfur & chlorine
Superior Twp. 01/13/2017 2 45 0.62 ND ND 0.43 0.19 ND sulfur & chlorine
Ypsilanti 01/13/2017 1 46 0.70 ND ND 0.43 0.81 ND sulfur & chlorine
Ypsilanti 01/13/2017 2 47 0.78 ND ND ND
Ypsilanti Twp. 01/13/2017 1 48 0.71 ND ND 0.45 0.28 ND sulfur & chlorine
Ypsilanti Twp. 01/13/2017 7 49 0.35 ND ND
Ypsilanti Twp. 01/13/2017 9 50 0.96 ND ND
Dearborn Hgts. 01/13/2017 8 51 0.12 ND ND 0.43 0.32 ND sulfur & chlorine
Dearborn Hgts. 01/13/2017 12 52 0.19 ND ND

Belleville 01/13/2017
Ypsilanti PS
361 Rawsonville Rd.

53 1.22 ND ND 0.40 0.26 0 72 112 0 chlorine

SW WTP 01/13/2017 SW Plant Raw SWR 0.20 108 0 80 120 gray sulfur 0.88
SW WTP 01/13/2017 SW Plant Tap SWT 0.43 0.57 0 60 120 0 sulfur & Chlorine 6.40
Detroit 01/14/2017 1690 S. Deacon 201 1.13 0.40 0.15 0 76 114 0 0

ND = NOT DETECTED
mg/L = milligrams per liter
ug/L = micrograms per liter
NTU = Nephelometric Turbidity Unit
uS/cm = microSiemens per centimeter
°C = degrees celsius
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Romulus 01/16/2017 13 1 0.87 ND ND 0.17
Slight sulfur & 
slight chlorine 11.20

Romulus 01/16/2017 9 2 0.75 ND ND
Van Buren Twp. 01/16/2017 8 3 0.99 ND ND 0.16 0 12.11
Van Buren Twp. 01/16/2017 1 4 0.77 ND ND
Taylor 01/16/2017 23 5 1.05 ND ND 0.16 0
Taylor 01/16/2017 40 6 0.86 ND ND 11.23
Brownstown Twp. 01/16/2017 1D 7 0.43 ND ND 0.18 0 14.00
Grosse Ile 01/16/2017 4 8 0.73 ND ND 0.21 sligjht chlorine 12.63
Flat Rock 01/16/2017 1 9 0.22 ND ND 0.45 slight sulfur 23.68
Ash Twp. 01/16/2017 2 10 0.89 ND ND 0.16 chlorine 17.07
South Rockwood 01/16/2017 1 11 0.92 ND ND 0.31 0 10.06
Rockwood 01/16/2017 1 12 0.45 ND ND 0.30 sulfur & chlorine 28.77
Gibraltar 01/16/2017 3 13 0.74 ND ND 0.18 0 12.27
SW WTP 01/16/2017 SW Plant Raw SWR ND
SW WTP 01/16/2017 SW Plant Tap SWT 3.0 7.63 224 < 50 < 15 5.06

Electric PS
Lincoln Park 01/16/2017

Electric PS
1140 Montie

5.5 7.13 248 < 50 < 28
6.32

Romulus 01/16/2017
Wick Rd. PS
32280 Wick Rd.

7.2 7.02 236 < 50 < 30
12.26

Van Buren Twp. 01/17/2017 8 22 0.99 ND ND 0.40 0.19 ND 9.5 14.21 7.10 251 0 84 1.04
Dearborn Hgts. 01/17/2017 5 23 0.47 ND ND 0.35 0.47 ND 10.1 15.33 7.00 238 0 84 2.73
Taylor 01/17/2017 6 24 0.96 ND ND 0.35 0.17 ND 7.3 13.18 7.06 234 0 96 1.00
Lincoln Park 01/17/2017 1 25 0.80 ND ND 0.37 0.33 ND 11.6 12.70 7.02 245 0 80 0.89
Allen Park 01/17/2017 2 26 0.11 ND ND 0.31 0.75 ND 13.3 9.64 7.02 317 0 66 0.73
Riverview 01/17/2017 5 27 0.60 ND ND 0.32 0.28 ND 14.1 11.83 7.57 277 0 74 0.90
Trenton 01/17/2017 5 28 0.96 ND ND 0.39 0.15 ND 9.3 12.77 6.88 230 0 90 1.13
Woodhaven 01/17/2017 3 29 0.87 ND ND 0.32 0.23 ND 8.2 13.10 6.77 266 0 88 1.01
Ecorse 01/17/2017 9 30 0.76 ND ND 0.40 0.22 ND 12.6 12.23 7.07 244 0 84 1.25
Melvindale 01/17/2017 1 31 0.74 ND ND 0.40 0.45 ND 15.9 11.40 7.00 248 0 80 1.19
River Rouge 01/17/2017 1 32 0.82 ND ND 0.41 0.18 ND 11.7 12.14 6.90 251 0 90 1.15
Flat Rock 01/17/2017 1 33 0.46 ND ND 0.35 0.40 ND 13.9 11.22 7.18 252 0 88 0.92
Ash Twp. 01/17/2017 2 34 0.79 ND ND 0.34 0.14 ND 9.8 12.18 7.13 253 0 90 0.92
South Rockwood 01/17/2017 4 35 0.83 ND ND 0.45 0.13 ND 13.0 12.09 7.20 243 0 96 0.88
Rockwood 01/17/2017 1 36 0.52 ND ND 0.33 0.25 ND 13.2 12.27 7.25 265 0 102 1.11
Gibraltar 01/17/2017 3 37 0.72 ND ND 0.36 0.17 ND 9.9 15.20 7.00 246 0 98 0.97
Brownstown Twp. 01/17/2017 1 38 0.76 ND ND 0.39 0.20 ND 12 14.26 7.06 243 0 94 0.97 < 50 < 27
Grosse Ile 01/17/2017 4 39 0.58 ND ND 0.35 0.19 ND 10 12.98 7.03 235 0 94 1.08 < 50 < 29
Southgate 01/17/2017 1 40 0.16 ND ND 0.33 0.19 ND 13 12.49 7.88 306 0 114 1.11 < 50 < 7.4
Wayne 01/17/2017 5 41 0.66 ND ND 0.39 0.26 ND 12 13.45 7.00 236 0 96 1.00
Romulus 01/17/2017 1 42 0.89 ND ND 0.40 0.31 ND 10 13.56 7.03 230 0 94 0.99
Lincoln Park 01/17/2017 2090 Goddard 201 0.92 ND ND 0.38 0.17 0 90 112 0 chlorine
Augusta Twp. 01/18/2017 1  23 0.79 ND ND ND
Belleville 01/18/2017 7  24 0.84 ND ND 0.34 0.25 ND
Huron Twp. 01/18/2017 6  25 0.17 ND ND ND
Pittsfield Twp. 01/18/2017 2  26 0.44 ND ND ND
Pittsfield Twp. 01/18/2017 3  27 0.47 ND ND
Sumpter Twp. 01/18/2017 1  28 0.87 ND ND ND
Superior Twp. 01/18/2017 2  29 0.70 ND ND ND
Van Buren Twp. 01/18/2017 1  30 0.80 ND ND ND

ND = NOT DETECTED
mg/L = milligrams per liter
ug/L = micrograms per liter
NTU = Nephelometric Turbidity Unit
uS/cm = microSiemens per centimeter
°C = degrees celsius
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Ypsilanti 01/18/2017 1  31 0.80 ND ND ND
Ypsilanti 01/18/2017 2  32 0.91 ND ND
Ypsilanti Twp. 01/18/2017 1  33 0.90 ND ND ND
Ypsilanti Twp. 01/18/2017 7  34 0.19 ND ND
Ypsilanti Twp. 01/18/2017 9  35 0.92 ND ND
Canton Twp. 01/18/2017 1  36 0.72 ND ND ND
Canton Twp. 01/18/2017 14  37 0.68 ND ND
Canton Twp. 01/18/2017 15  38 0.75 ND ND
Canton Twp. 01/18/2017 16  39 0.88 ND ND
Canton Twp. 01/18/2017 18  40 0.96 ND ND
Inkster 01/18/2017 2  41 0.68 ND ND ND
Inkster 01/18/2017 7  42 0.98 ND ND
Romulus 01/18/2017 9  43 0.69 ND ND ND
Dearborn 01/18/2017 15  62 0.80 ND ND ND
Dearborn 01/18/2017 17  63 1.05 ND ND
Dearborn 01/18/2017 18  64 0.91 ND ND
Dearborn 01/18/2017 20 65 1 00 ND NDDearborn 01/18/2017 20  65 1.00 ND ND
Dearborn 01/18/2017 21  66 0.12 ND ND
Dearborn Hgts. 01/18/2017 2  67 0.98 ND ND ND
Dearborn Hgts. 01/18/2017 3  68 0.28 ND ND
Dearborn Hgts. 01/18/2017 10  69 0.50 ND ND
Garden City 01/18/2017 3  70 0.93 ND ND
Garden City 01/18/2017 6  71 0.70 ND ND
Wayne 01/18/2017 3  78 0.61 ND ND
Westland 01/18/2017 10  79 0.58 ND ND
Westland 01/18/2017 11  80 0.87 ND ND
Westland 01/18/2017 14  81 0.87 ND ND
Westland 01/18/2017 16  82 0.99 ND ND
Westland 01/18/2017 19  83 0.97 ND ND

Count 166 Min 0.11 ND ND 0.20 0.13 ND 3.0 9.64 6.77 224 0 60 0.73 104 Min 0.00
Total Analyses* 1835 Max 1.32 ND ND 0.51 108.00 ND 15.9 15.33 7.88 317 0 114 2.73 130 Max 28.77

Avg. 0.74 ND ND 0.41 1.82 ND 10.7 12.77 7.12 251 0 82 1.09 118 Avg. 12.26
MCL 80*Includes Ca, SO4, Cl, and 3 corrosivity values that are 

not available yet.

45@ refers to 45 VOC compounds analyzed

ND = NOT DETECTED
mg/L = milligrams per liter
ug/L = micrograms per liter
NTU = Nephelometric Turbidity Unit
uS/cm = microSiemens per centimeter
°C = degrees celsius
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